
Section 507 Commercial Kitchen Hoods (Mechanical Code). 
 
 
507.2.2.1 Type II hood exhaust flow rates. The net exhaust flow 
rate for Type II hoods shall comply with Table 507.2.2.1. The duty 
level for the hood shall be the duty level of the appliance that has 
the highest (heaviest) duty level of all of the appliances that are 
installed underneath the food hood according to Table 507.2.2. 

 
(Table 507.2.2.1 still applies) 


